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1 Marking 
 

1.1 Example of ATEX/IECEx label for SSD…/…/. for GAS and DUST 
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(ATEX certificate)                 INERIS 13 ATEX 0019X  
(IECEx certificate)                 IECEx INE 14. 0061X 
(ATEX Marking)                      II 2 GD 
(type of protection)                 Ex db IIB or IIB+H2 T(☼) Gb  
   Ex tb IIIC T (☼☼☼) °C Db IP (☼☼) 
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 

1.2 Example of ATEX label for SSD…/…/. for GAS and DUST 
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(ATEX certificate)                 INERIS 13 ATEX 0019X 
(ATEX Marking)                      II 2 GD 
(type of protection)                 Ex db IIB or IIB+H2 T(☼) Gb  
   Ex tb IIIC T (☼☼☼) °C Db IP (☼☼) 
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 

1.3 Example of IECEx label for SSD…/…/. for GAS and DUST 
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(IECEX certificate)                 IECEx INE 14. 0061X 
(type of protection)                 Ex db IIB or IIB+H2 T(☼) Gb  
   Ex tb IIIC T (☼☼☼) °C Db IP (☼☼) 
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
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1.4 Example of ATEX/IECEx label for SSD…/…/. for GAS and DUST with IS (1) 
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(ATEX certificate)                 INERIS 13 ATEX 0019X  
(IECEx certificate)                 IECEx INE 14. 0061X 
(ATEX Marking)                      II 2(1) GD 
(type of protection)                 Ex db (1) IIB or IIB+H2 T(☼) Gb  
   Ex tb (2)  IIIC T (☼☼☼) °C Db IP (☼☼) 
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 

1.5 Example of ATEX label for SSD…/…/. for GAS and DUST with IS (1) 
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(ATEX certificate)                 INERIS 13 ATEX 0019X 
(ATEX Marking)                      II 2(1) GD 
(type of protection)                 Ex db (1) IIB or IIB+H2 T(☼) Gb  
   Ex tb (2) IIIC T (☼☼☼) °C Db IP (☼☼) 
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 

1.6 Example of IECEx label for SSD…/…/. for GAS and DUST with IS 
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(IECEX certificate)                 IECEx INE 14. 0061X 
(type of protection)                 Ex db (1) IIB or IIB+H2 T(☼) Gb  
   Ex tb (2) IIIC T (☼☼☼) °C Db IP (☼☼) 
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 
 
 
(1) [ia Ga] or [ia IIA or IIB or IIC Ga]  
(2) [ia Da]  
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1.7 Example of ATEX/IECEx label for SSD…/…/. for GAS and DUST with IS (2) 
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(ATEX certificate)                 INERIS 13 ATEX 0019X  
(IECEx certificate)                 IECEx INE 14. 0061X 
(ATEX Marking)                      II 2(1) GD 
(type of protection)                 Ex db (1) IIB or IIB+H2 T(☼) Gb  
   Ex tb (2)  IIIC T (☼☼☼) °C Db IP (☼☼) 
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 

1.8 Example of ATEX label for SSD…/…/. for GAS and DUST with IS (2) 
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(ATEX certificate)                 INERIS 13 ATEX 0019X 
(ATEX Marking)                      II 2(1) GD 
(type of protection)                 Ex db (1) IIB or IIB+H2 T(☼) Gb  
   Ex tb (2) IIIC T (☼☼☼) °C Db IP (☼☼) 
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 

1.9 Example of IECEx label for SSD…/…/. for GAS and DUST with IS 
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(IECEX certificate)                 IECEx INE 14. 0061X 
(type of protection)                 Ex db (1) IIB or IIB+H2 T(☼) Gb  
   Ex tb (2) IIIC T (☼☼☼) °C Db IP (☼☼) 
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 
 
 
(1) [ib Gb] or [ib IIA or IIB or IIC Gb] 
(2) [ib Db] 
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1.10 Example of ATEX/IECEx label for SSD…/…/. for GAS  
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2UQJUK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(ATEX certificate)                 INERIS 13 ATEX 0019X  
(IECEx certificate)                 IECEx INE 14. 0061X 
(ATEX Marking)                      II 2 G 
(type of protection)                 Ex db IIB or IIB+H2 T(☼) Gb  
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 

1.11 Example of ATEX label for SSD…/…/. for GAS  
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(ATEX certificate)                 INERIS 13 ATEX 0019X 
(ATEX Marking)                      II 2 G  
(type of protection)                 Ex db IIB or IIB+H2 T(☼) Gb  
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 

1.12 Example of IECEx label for SSD…/…/. for GAS  
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(IECEX certificate)                 IECEx INE 14. 0061X 
(type of protection)                 Ex db IIB or IIB+H2 T(☼) Gb  
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
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1.13 Example of ATEX/IECEx label for SSD…/…/. for GAS with IS (1) 
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(ATEX certificate)                 INERIS 13 ATEX 0019X  
(IECEx certificate)                 IECEx INE xx. 00xxX 
(ATEX Marking)                     Χ0080  II 2(1) G 
(type of protection)                 Ex db (1) IIB or IIB+H2 T(☼) Gb  
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 

1.14 Example of ATEX label for SSD…/…/. for GAS with IS (1) 
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(ATEX certificate)                 INERIS 13 ATEX 0019X 
(ATEX Marking)                     Χ0080  II 2(1) G 
(type of protection)                 Ex db (1) IIB or IIB+H2 T(☼) Gb  
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 

1.15 Example of IECEx label for SSD…/…/. for GAS with IS 
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(IECEX certificate)                 IECEx INE xx. 00xxX 
(type of protection)                 Ex db (1) IIB or IIB+H2 T(☼) Gb  
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 
 
 
 
(1) [ia Ga] or [ia IIA or IIB or IIC Ga]  
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1.16 Example of ATEX/IECEx label for SSD…/…/. for GAS with IS (2) 
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(ATEX certificate)                 INERIS 13 ATEX 0019X  
(IECEx certificate)                 IECEx INE 14. 0061X 
(ATEX Marking)                      II 2(2) G 
(type of protection)                 Ex db (1) IIB or IIB+H2 T(☼) Gb  
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 

1.17 Example of ATEX label for SSD…/…/. for GAS with IS (2) 
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(ATEX certificate)                 INERIS 13 ATEX 0019X 
(ATEX Marking)                      II 2(2) G 
(type of protection)                 Ex db (1) IIB or IIB+H2 T(☼) Gb  
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 

1.18 Example of IECEx label for SSD…/…/. for GAS with IS 
 

(Manufacturer)   Abtech Limited 
   Sheffield, S9 2QJ, UK 

(type)   SSD …/…/. 
(serial) /(year)                 @@@@ / @@  
(IECEX certificate)                 IECEx INE 14. 0061X 
(type of protection)                 Ex db (1) IIB or IIB+H2 T(☼) Gb  
ambient temperature Tamb -20°C ÷ +60°C 
leave blank if Tamb -20°C ÷ +40°C 
(electrical parameters) … V       …  Hz       … A  

Tmax of cable  @@@ °C 
WARNING:                     DO NOT OPEN WHEN AN EXPLOSIVE ATMOSPHERE IS PRESENT 

                                                   IDENTIFICATION OF CABLE ENTRY: SEE OPERATING INSTRUCTION 
 
 
 

(1) [ib Gb] or [ib IIA or IIB or IIC Gb] 
 
 

Note : (☼☼) See Legend of marking data 
 : (☼☼☼) See par. 8 for max surface temperature  

: X = See par. 8: special condition for safe use 
 
Additional warning in case of disconnectors are fitted on the enclosure: DO NOT OPERATE UNDER LOAD 
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1.2 IMPORTANT – READ CAREFULLY 
 
Control, check, signal, automation, interruption and/or protection units in explosion proof enclosures SSD…/. Series shall be installed 
in conformity to the prescriptions of the standard EN/IEC 60079-14 (Edit in force) and the maintenance operations shall be made in 
conformity to the prescriptions of the standard EN/IEC 60079-17 (Edit in force). Besides the user shall know about the risks due to the 
electric current and the chemical and physical characteristics of the gas and/or vapours and dust present in the plant. 
To further guarantee of the good quality/safety of the product, the Quality System of Abtech was evaluated and approved by a Notified 
Body which makes the surveillance of the quality and the verification at every stage of manufacture. 
Abtech, assures and guarantees the correct manufacture of its products and, so that they can guarantee a safety result, it is 
indispensable that the Buyer and/or the User apply all the measures of security for which they are responsible for the purposes of a 
correct installation and a correct maintenance, according to the instructions and the suggestions of Abtech, and according to the 
national and local laws in matter of installation and prevention of the accidents. 
 
The use of a certified apparatus subjected to interventions not explicitly authorized by Abtech, excludes every responsibility of 
Abtech and will cause the invalidation of the relative EU Type Examination Certificate and IECEx certificate and the contractual 
warranty. 
 

2  Type of protection “Ex db” - Flameproof enclosures “ 
 
2.1 In this mode of protection, the electric equipment is placed in an enclosure which can withstand the pressure developed 

during an internal explosion and which prevents the transmission of the explosion to the explosive atmosphere surrounding 
the enclosure. 

2.2 The integrity of the enclosure shall not be impaired by: unauthorized holes or drillings, incorrectly installed lid, or cable 
entry/holes which have not been closed or fitted with appropriate certified cable glands, conduit or stopping devices with the 
same thread of cable entry. 

2.3 Unused holes and/or cable entries shall be equipped with suitable certified accessories such as Ex d plugs, Ex d cable 
glands, Ex d three piece unions, etc….  
The accessories shall have the same thread of the cable entry and guarantee a number of threads engaged ≥ 5. 

2.4 The enclosure shall not be subjected to any mechanical stresses or conditions that were not intended during the design and 
manufacture (i.e. exposure to excessive mechanical impact, exposure to corrosive agents, possibly of internal short circuits 
with power dissipation greater than the declared level for each enclosure size). 

2.5 Ensure correct fastening of body-lid according to the values showed in Table 1. 
 

Table 1 – Screws tightening torque 
 

Screw M6 M8 M10 M12 M14 M16 M20 
Torque 
(Nm) 

5-7 10-20 20-30 34-60 53-80 83-140 160-200 

 
2.6 When connected with conduit, a suitable stopping device shall be fitted a maximum distance of 450 mm from the enclosure. 
2.7 Cable entries shall be fitted with certified cable glands, appropriate for the cable being fitted and the type of protection and 

in accordance with EN/IEC 60079-14 (Edit in force), and any special condition imposed by the cable gland certificate. 
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3 Installation 
 
3.1 Before installation, it is the Users responsibility to ensure that the apparatus is suitable for the intended application. 
3.2 Verify that the certified apparatus is suitable for the hazardous area classification. 
3.3 Verify that the gas or dust group of the certified apparatus is suitable for any gases, vapours or combustible dust hazard that 

may be present. 
3.4 Verify that the temperature class and/or the maximum surface temperature of the certified apparatus is suitable for any 

flammable gases, vapours or combustible dust hazards that may be present. 
3.5 The certified apparatus shall be installed and operated within the service limits specified for which it was built (voltage, 

current, mechanical impact, and ambient temperature specified in the rating/certification plate and thermal dissipation). 
3.6 Ensure all electrical and mechanical connections are securely made. 
3.7 Verify the integrity and the continuity of earth, protection or equipotential bonding. 
3.8 Ensure no modification(s) not authorised by Abtech, that compromise the electrical and/or mechanical structure and 

functionality of the certified apparatus have been made. (e.g. the alteration of the content of certified enclosures with the 
addition of further equipment or components). 

3.9 Ensure that all electrical protection devices are fully functioning. 
 

4 Maintenance 
 
4.1 The maintenance of the SSD enclosure range is critical to the performance and safe operation of the apparatus. The 

maintenance operations shall be made and carried out in accordance with EN/IEC 60079-17 (Edit in force). 
4.2 It is imperative that a routine maintenance programme is carried out at regular intervals, the timing of which shall be made 

by the responsible person and taking into account, environmental conditions and ambient temperatures that the apparatus 
is subjected to. In any case, the equipment shall be inspected at least every 2 (two) years. 

4.3 The maintenance is necessary to guarantee the safe operation of the apparatus within the hazardous area and strict 
adherence to the apparatus certificate and these maintenance instructions is essential. 

4.4 The maintenance operations shall be carried out by competent personnel, whose training has included instructions on the 
characteristics of the apparatus and the protection type employed. 

4.5 Any repairs or modifications to the equipment, not using Abtech spare parts, shall be agreed in writing with Abtech to ensure 
compliance with the certificate and to ensure any additional tests or verification that may be required. 

4.6 All the maintenance operations shall be made with the electrical apparatus isolated or when an explosive atmosphere is not 
present. 

4.7 When reassembling flameproof enclosures, the user shall verify that the flameproof joints are not damaged, all joints shall 
be thoroughly cleaned and lightly smeared with a suitable not hardening grease to prevent the corrosion and enhance 
environmental protection. It cannot be too strongly emphasized that extreme care should be exercised in the selection and 
application of the grease to ensure non-hardening grease is used, this will aid subsequent separation of the flameproof joints. 

4.8 Only non-metallic brushes and non-corrosive cleaning fluids shall be used to clean flameproof joints and paths. 
4.9 Anti condensation devices, such as thermal probes, breathing, draining or heating elements, shall be checked periodically 

to ensure correct operation (if installed). 
4.10 If the certified apparatus is subject to vibrations, verify that the clamping screws, internal connections and conduit and/or 

cable entries are securely and properly fitted. 
4.11 If the user shall replace the body-lid-closing screws, it is imperative that screws having the same characteristics are used. 
 

5 Special condition for safe use 
 
5.1 The gap between the lid and the enclosure is less than the values specified in the tables of IEC/EN 60079-1 standard. The 

length of the flameproof joint is greater than those specified in tables of IEC/EN 60079-1 standard. 
5.2 The apparatus with type of protection Ex db or Ex tb, shall only be used in an ambient temperature specified on the marking 

plate, if nothing is specified, ambient temperature should be considered from -20°C to +40°C. 
5.3 The apparatus with type of protection Ex db [ia] or Ex db [ib] shall only be used to an ambient temperature from -20°C up to 

+60°C. 
5.4 The temperature class for SSD enclosure with IS associated apparatus [i.] inside is T6/T85 °C.  
5.5 When intrinsically safe terminals are fitted, only intrinsically safe circuits shall be connected to these terminals and the User 

shall ensure that the connections are compatible within the limitation of use. 
5.6 When enclosure contains non-intrinsically safe devices and intrinsically safe devices together, the enclosure shall be fitted 

with an internal thermostat. The thermostat connected with a suitable device, shall de-energize the circuit when the internal 
temperature reaches the max ambient temperature of the barrier in function of the IS circuit maximum operating temperature. 
The special conditions for safe use are complemented by those described in the examination certificates of each device 
(certified as component) as part of the final equipment. The other conditions of use are stipulated in the instructions. 
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5.7 When installing equipment, care shall be taken to prevent the flameproof flange joints approaching nearer than the distance 
specified in Table 2 to any solid obstacle which is not part of the equipment, such as steelwork, walls, weather guards, 
mounting brackets, pipes or other has been tested at a smaller distance of separation and has been documented. 

 
Table 2 – Minimum distance of obstruction from the flameproof flange joints related to the gas 

group of the hazardous area 
 

Gas group 
Minimum distance 

mm 
IIB 20 

IIB + H2 30 
 

6 Maximum painting thickness 
 
The maximum painting thickness is showed in table 3.  
 

Table 3 – Limitation of thickness of non-metallic layer 
 

Gas group 
Minimum thickness 

mm 
IIB 2 

IIB + H2 0,2 
 

7 Parameters relating to safety 
 
7.1 Maximum electrical specifications: 

DC voltage  1500 Vdc; 
 AC voltage  24 kVac; 
 Frequency  50 / 60 / 400 Hz; 
 Nominal current  2000 A; 

Rated/Nominal Power 3500 kVA; 
 Terminals cross section 300 mm2; 
 Bus-bar cross section 600 mm2; 
 IS associated voltage Um ≤ 250 V 
 

The electrical specification of intrinsic safety circuits are marked on the IS associated apparatus. 
It is possible to install internal fan (max cooling fan flow rate: 25 m3/h for V>32dm3). 

 
7.2 Enclosure of EPL Gb having type of protection Ex db, has a temperature class (T rating) according to par. 8. Enclosure of 

EPL Gb Db in addition to the temperature class has a maximum surface temperature rating according to par. 8. 
 
7.3 Enclosure having type of protection Ex db [i.] is designed by the category of the associated apparatus [ia] or [ib]. Follows the 

requirements of standard EN/IEC 60079-14 for the installation and the safety distances.  
 
7.4 Cables: maximum service temperature of cables is shown on the marking label when necessary. The Buyer and/or the User 

shall use a connection cable having a maximum service temperature not lower than indicated on the marking label. 
 
7.5   The degree of protection is indicated in Marking data. To grant the above degree of protection all installed accessories 
 shall have the same degree of protection or superior. 
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8 Max dissipated power (W) 
 
8.1 Table of maximum power dissipated in the enclosure SSD with/without windows 
Table of maximum power dissipated for enclosure SSD*** made in carbon steel, stainless steel and Aluminium Alloy (ATEX Only)  
 

Table 4 – Max dissipated power for enclosures in carbon steel, stainless steel and aluminium alloy with/without windows for SSD*** 

E
n
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l Max dissipater power (W) depending on the ambient temperature and various temperature Classes, for carbon steel, stainless steel and aluminium alloy  

Surface                                 
(cm2) 

T6/T85°C T5/T100°C T120°C T4/T135°C T3/T200°C 

40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 

Tamb. Tamb. Tamb. Tamb. Tamb. Tamb Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. 

(W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) 

001 351 7 6 6 5 4 10 8 8 7 7 15 12 11 10 9 17 13 13 12 11 17 13 13 12 11 

002 421 9 8 8 7 6 14 11 11 10 9 19 15 14 13 12 22 17 16 15 14 22 17 16 15 14 

003 514 12 9 9 8 7 16 13 13 12 11 23 18 17 16 14 26 21 19 18 17 26 21 20 18 17 

004 641 13 10 10 9 8 18 14 14 13 12 25 20 19 18 16 29 23 22 20 19 29 23 22 20 19 

011 442 10 8 8 7 6 14 11 11 10 9 19 16 15 14 12 23 18 17 15 14 23 18 17 16 15 

012 524 12 9 9 8 7 16 13 13 12 11 23 18 17 16 14 26 21 19 18 17 26 21 20 18 17 

013 631 13 10 10 9 8 18 14 14 13 12 25 20 19 18 16 29 23 22 20 19 29 23 22 20 19 

014 777 15 12 11 11 10 21 17 16 15 14 29 23 22 20 19 34 27 26 24 22 34 27 26 24 22 

111 563 13 10 10 9 8 18 14 14 13 12 25 20 19 18 16 29 23 22 20 19 29 23 22 20 19 

112 660 15 12 11 11 10 21 17 16 15 14 29 23 22 20 19 34 27 26 24 22 34 27 26 24 22 

113 787 18 14 14 13 12 25 20 19 18 16 35 28 26 25 23 41 33 31 29 27 41 33 31 29 27 

114 965 22 18 17 15 14 31 25 23 22 20 42 34 32 29 27 50 40 38 35 33 50 40 38 35 33 

121 720 17 14 13 12 11 23 18 17 16 15 32 26 24 22 21 37 30 28 26 24 37 30 28 26 24 

122 832 19 15 14 13 12 27 22 20 19 18 37 30 28 26 24 43 34 32 30 28 43 34 32 30 28 

123 979 23 18 17 16 15 31 25 23 22 20 43 34 32 30 28 51 41 38 36 33 51 41 38 36 33 

124 1178 27 22 20 19 18 38 30 29 27 25 52 42 39 36 34 61 49 46 43 40 61 49 46 43 40 

201 584 13 10 10 9 8 18 14 14 13 12 25 20 19 18 16 29 23 22 20 19 29 23 22 20 19 

202 690 15 12 11 11 10 21 17 16 15 14 29 23 22 20 19 34 27 26 24 22 34 27 26 24 22 

203 829 19 15 14 13 12 27 22 20 19 18 37 30 28 26 24 43 34 32 30 28 43 34 32 30 28 

204 1018 23 18 17 16 15 32 26 24 22 21 44 35 33 31 29 52 42 39 36 34 52 42 39 36 34 

211 728 17 14 13 12 11 23 18 17 16 15 32 26 24 22 21 38 30 29 27 25 38 30 29 27 25 

212 845 20 16 15 14 13 27 22 20 19 18 37 30 28 26 24 44 35 33 31 29 44 35 33 31 29 
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l Max dissipater power (W) depending on the ambient temperature and various temperature Classes, for carbon steel, stainless steel and aluminium alloy  

Surface                                 
(cm2) 

T6/T85°C T5/T100°C T120°C T4/T135°C T3/T200°C 

40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 

Tamb. Tamb. Tamb. Tamb. Tamb. Tamb Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. 

(W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) 

213 999 23 18 17 16 15 32 26 24 22 21 44 35 33 31 29 52 42 39 36 34 52 42 39 36 34 

214 1207 28 22 21 20 18 39 31 29 27 25 53 42 40 37 34 63 50 47 44 41 63 50 47 44 41 

221 928 22 18 17 15 14 30 24 23 21 20 41 33 31 29 27 48 38 36 34 31 48 38 36 34 31 

222 1059 25 20 19 18 16 34 27 26 24 22 47 38 35 33 31 55 44 41 39 36 55 44 41 39 36 

223 1233 29 23 22 20 19 39 31 29 27 25 54 43 41 38 35 64 51 48 45 42 64 51 48 45 42 

224 1469 34 27 26 24 22 47 38 35 33 31 65 52 49 46 42 76 61 57 53 49 76 61 57 53 49 

231 1192 28 22 21 20 18 38 30 29 27 25 52 42 39 36 34 62 50 47 43 40 62 50 47 43 40 

232 1344 31 25 23 22 20 43 34 32 30 28 59 47 44 41 38 70 56 53 49 46 70 56 53 49 46 

233 1544 36 29 27 25 23 49 39 37 34 32 68 54 51 48 44 80 64 60 56 52 80 64 60 56 52 

234 1816 42 34 32 29 27 58 46 44 41 38 80 64 60 56 52 94 75 71 66 61 94 75 71 66 61 

301 767 17 14 13 12 11 23 18 17 16 15 32 26 24 22 21 38 30 29 27 25 38 30 29 27 25 

302 900 19 15 14 13 12 27 22 20 19 18 37 30 28 26 24 43 34 32 30 28 43 34 32 30 28 

303 1075 25 20 19 18 16 34 27 26 24 22 47 38 35 33 31 55 44 41 39 36 55 44 41 39 36 

304 1313 29 23 22 20 19 39 31 29 27 25 54 43 41 38 35 64 51 48 45 42 64 51 48 45 42 

305 1635 46 37 35 32 30 63 50 47 44 41 87 70 65 61 57 102 82 77 71 66 102 82 77 71 66 

323 1579 37 30 28 26 24 51 41 38 36 33 69 55 52 48 45 82 66 62 57 53 82 66 62 57 53 

324 1863 43 34 32 30 28 60 48 45 42 39 82 66 62 57 53 97 78 73 68 63 97 78 73 68 63 

325 2249 52 42 39 36 34 72 58 54 50 47 99 79 74 69 64 117 94 88 82 76 117 94 88 82 76 

333 1579 46 37 35 32 30 63 50 47 44 41 87 70 65 61 57 102 82 77 71 66 102 82 77 71 66 

334 1863 53 42 40 37 34 73 58 55 51 47 101 81 76 71 66 119 95 89 83 77 119 95 89 83 77 

335 2249 63 50 47 44 41 87 70 65 61 57 120 96 90 84 78 141 113 106 99 92 141 113 106 99 92 

343 2491 58 46 44 41 38 80 64 60 56 52 110 88 83 77 72 130 104 98 91 85 130 104 98 91 85 

344 2861 66 53 50 46 43 92 74 69 64 60 126 101 95 88 82 149 119 112 104 97 149 119 112 104 97 

345 3361 59 47 44 41 38 81 65 61 57 53 110 88 83 77 72 132 106 99 92 86 132 106 99 92 86 

413 1675 46 37 35 32 30 63 50 47 44 41 87 70 65 61 57 102 82 77 71 66 102 82 77 71 66 

414 1999 53 42 40 37 34 73 58 55 51 47 101 81 76 71 66 119 95 89 83 77 119 95 89 83 77 

415 2437 56 45 42 39 36 77 62 58 54 50 105 84 79 74 68 125 100 94 88 81 125 100 94 88 81 

416 3027 68 54 51 48 44 93 74 70 65 60 129 103 97 90 84 152 122 114 106 99 152 122 114 106 99 

423 2044 47 38 35 33 31 65 52 49 46 42 90 72 68 63 59 106 85 80 74 69 106 85 80 74 69 
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l Max dissipater power (W) depending on the ambient temperature and various temperature Classes, for carbon steel, stainless steel and aluminium alloy  

Surface                                 
(cm2) 

T6/T85°C T5/T100°C T120°C T4/T135°C T3/T200°C 

40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 

Tamb. Tamb. Tamb. Tamb. Tamb. Tamb Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. 

(W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) 

424 2395 56 45 42 39 36 77 62 58 54 50 105 84 79 74 68 125 100 94 88 81 125 100 94 88 81 

425 2870 67 54 50 47 44 92 74 69 64 60 126 101 95 88 82 149 119 112 104 97 149 119 112 104 97 

426 3510 62 50 47 43 40 84 67 63 59 55 115 92 86 81 75 138 110 104 97 90 138 110 104 97 90 

433 2534 59 47 44 41 38 81 65 61 57 53 112 90 84 78 73 132 106 99 92 86 132 106 99 92 86 

434 2921 68 54 51 48 44 93 74 70 65 60 129 103 97 90 84 152 122 114 106 99 152 122 114 106 99 

435 3444 51 41 38 36 33 83 66 62 58 54 113 90 85 79 73 135 108 101 95 88 135 108 101 95 88 

443 3199 56 45 42 39 36 77 62 58 54 50 105 84 79 74 68 125 100 94 88 81 125 100 94 88 81 

444 3635 64 51 48 45 42 87 70 65 61 57 119 95 89 83 77 142 114 107 99 92 142 114 107 99 92 

445 4225 74 59 56 52 48 101 81 76 71 66 139 111 104 97 90 166 133 125 116 108 166 133 125 116 108 

446 5020 88 70 66 62 57 120 96 90 84 78 165 132 124 116 107 197 158 148 138 128 197 158 148 138 128 

453 4095 72 58 54 50 47 98 78 74 69 64 134 107 101 94 87 161 129 121 113 105 161 129 121 113 105 

454 4597 81 65 61 57 53 110 88 83 77 72 151 121 113 106 98 180 144 135 126 117 180 144 135 126 117 

455 5276 93 74 70 65 60 127 102 95 89 83 173 138 130 121 112 207 166 155 145 135 207 166 155 145 135 

456 6192 109 87 82 76 71 149 119 112 104 97 203 162 152 142 132 243 194 182 170 158 243 194 182 170 158 

524 3113 55 44 41 39 36 75 60 56 53 49 102 82 77 71 66 122 98 92 85 79 122 98 92 85 79 

525 3708 65 52 49 46 42 89 71 67 62 58 122 98 92 85 79 145 116 109 102 94 145 116 109 102 94 

526 4511 79 63 59 55 51 108 86 81 76 70 148 118 111 104 96 177 142 133 124 115 177 142 133 124 115 

527 5572 98 78 74 69 64 134 107 101 94 87 183 146 137 128 119 218 174 164 153 142 218 174 164 153 142 

528 7034 124 99 93 87 81 169 135 127 118 110 231 185 173 162 150 276 221 207 193 179 276 221 207 193 179 

534 3778 66 53 50 46 43 91 73 68 64 59 124 99 93 87 81 148 118 111 104 96 148 118 111 104 96 

535 4422 78 62 59 55 51 106 85 80 74 69 145 116 109 102 94 173 138 130 121 112 173 138 130 121 112 

536 5290 93 74 70 65 60 127 102 95 89 83 174 139 131 122 113 207 166 155 145 135 207 166 155 145 135 

537 6438 113 90 85 79 73 155 124 116 109 101 211 169 158 148 137 252 202 189 176 164 252 202 189 176 164 

538 8020 141 113 106 99 92 192 154 144 134 125 263 210 197 184 171 314 251 236 220 204 314 251 236 220 204 

544 4681 82 66 62 57 53 112 90 84 78 73 154 123 116 108 100 183 146 137 128 119 183 146 137 128 119 

545 5391 95 76 71 67 62 129 103 97 90 84 177 142 133 124 115 211 169 158 148 137 211 169 158 148 137 

546 6348 112 90 84 78 73 152 122 114 106 99 208 166 156 146 135 249 199 187 174 162 249 199 187 174 162 

547 7614 134 107 101 94 87 183 146 137 128 119 250 200 188 175 163 298 238 224 209 194 298 238 224 209 194 

554 5897 165 132 124 116 107 225 180 169 158 146 307 246 230 215 200 367 294 275 257 239 367 294 275 257 239 
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l Max dissipater power (W) depending on the ambient temperature and various temperature Classes, for carbon steel, stainless steel and aluminium alloy  

Surface                                 
(cm2) 

T6/T85°C T5/T100°C T120°C T4/T135°C T3/T200°C 

40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 

Tamb. Tamb. Tamb. Tamb. Tamb. Tamb Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. 

(W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) 

555 6697 104 83 78 73 68 142 114 107 99 92 193 154 145 135 125 231 185 173 162 150 231 185 173 162 150 

556 7774 118 94 89 83 77 161 129 121 113 105 220 176 165 154 143 263 210 197 184 171 263 210 197 184 171 

557 9199 137 110 103 96 89 187 150 140 131 122 255 204 191 179 166 305 244 229 214 198 305 244 229 214 198 

558 11163 162 130 122 113 105 221 177 166 155 144 302 242 227 211 196 361 289 271 253 235 361 289 271 253 235 

564 7540 196 157 147 137 127 268 214 201 188 174 366 293 275 256 238 438 350 329 307 285 438 350 329 307 285 

565 8460 133 106 100 93 86 181 145 136 127 118 247 198 185 173 161 296 237 222 207 192 296 237 222 207 192 

566 9700 149 119 112 104 97 203 162 152 142 132 277 222 208 194 180 332 266 249 232 216 332 266 249 232 216 

567 11340 171 137 128 120 111 233 186 175 163 151 318 254 239 223 207 380 304 285 266 247 380 304 285 266 247 

568 13600 200 160 150 140 130 272 218 204 190 177 372 298 279 260 242 445 356 334 312 289 445 356 334 312 289 

624 4089 89 71 67 62 58 122 98 92 85 79 167 134 125 117 109 200 160 150 140 130 200 160 150 140 130 

625 4848 72 58 54 50 47 98 78 74 69 64 134 107 101 94 87 160 128 120 112 104 160 128 120 112 104 

626 5870 85 68 64 60 55 116 93 87 81 75 159 127 119 111 103 190 152 143 133 124 190 152 143 133 124 

627 7224 103 82 77 72 67 141 113 106 99 92 193 154 145 135 125 230 184 173 161 150 230 184 173 161 150 

628 9088 127 102 95 89 83 173 138 130 121 112 237 190 178 166 154 283 226 212 198 184 283 226 212 198 184 

634 4942 160 128 120 112 104 218 174 164 153 142 298 238 224 209 194 356 285 267 249 231 356 285 267 249 231 

635 5750 87 70 65 61 57 119 95 89 83 77 162 130 122 113 105 194 155 146 136 126 194 155 146 136 126 

636 6838 101 81 76 71 66 138 110 104 97 90 189 151 142 132 123 225 180 169 158 146 225 180 169 158 146 

637 8278 120 96 90 84 78 164 131 123 115 107 224 179 168 157 146 268 214 201 188 174 268 214 201 188 174 

638 10263 146 117 110 102 95 199 159 149 139 129 272 218 204 190 177 324 259 243 227 211 324 259 243 227 211 

644 6101 181 145 136 127 118 246 197 185 172 160 337 270 253 236 219 402 322 302 281 261 402 322 302 281 261 

645 6975 107 86 80 75 70 146 117 110 102 95 200 160 150 140 130 239 191 179 167 155 239 191 179 167 155 

646 8153 123 98 92 86 80 167 134 125 117 109 229 183 172 160 149 273 218 205 191 177 273 218 205 191 177 

647 9711 143 114 107 100 93 196 157 147 137 127 267 214 200 187 174 320 256 240 224 208 320 256 240 224 208 

648 11858 171 137 128 120 111 233 186 175 163 151 319 255 239 223 207 381 305 286 267 248 381 305 286 267 248 

654 7663 209 167 157 146 136 285 228 214 200 185 389 311 292 272 253 465 372 349 326 302 465 372 349 326 302 

655 8626 135 108 101 95 88 184 147 138 129 120 251 201 188 176 163 300 240 225 210 195 300 240 225 210 195 

656 9924 152 122 114 106 99 207 166 155 145 135 283 226 212 198 184 338 270 254 237 220 338 270 254 237 220 

657 11642 175 140 131 123 114 238 190 179 167 155 326 261 245 228 212 389 311 292 272 253 389 311 292 272 253 

658 14008 205 164 154 144 133 279 223 209 195 181 382 306 287 267 248 456 365 342 319 296 456 365 342 319 296 
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l Max dissipater power (W) depending on the ambient temperature and various temperature Classes, for carbon steel, stainless steel and aluminium alloy  

Surface                                 
(cm2) 

T6/T85°C T5/T100°C T120°C T4/T135°C T3/T200°C 

40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 

Tamb. Tamb. Tamb. Tamb. Tamb. Tamb Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. 

(W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) 

664 9772 247 198 185 173 161 336 269 252 235 218 459 367 344 321 298 549 439 412 384 357 549 439 412 384 357 

665 10856 172 138 129 120 112 235 188 176 165 153 321 257 241 225 209 383 306 287 268 249 383 306 287 268 249 

666 12316 191 153 143 134 124 261 209 196 183 170 356 285 267 249 231 426 341 320 298 277 426 341 320 298 277 

667 14248 217 174 163 152 141 296 237 222 207 192 404 323 303 283 263 483 386 362 338 314 483 386 362 338 314 

668 16911 251 201 188 176 163 342 274 257 239 222 467 374 350 327 304 559 447 419 391 363 559 447 419 391 363 

674 12638 222 178 167 155 144 303 242 227 212 197 415 332 311 291 270 495 396 371 347 322 495 396 371 347 322 

675 13885 244 195 183 171 159 333 266 250 233 216 455 364 341 319 296 544 435 408 381 354 544 435 408 381 354 

676 15567 274 219 206 192 178 374 299 281 262 243 511 409 383 358 332 610 488 458 427 397 610 488 458 427 397 

677 17791 313 250 235 219 203 247 198 185 173 161 584 467 438 409 380 697 558 523 488 453 697 558 523 488 453 

678 20855 367 294 275 257 239 501 401 376 351 326 684 547 513 479 445 818 654 614 573 532 818 654 614 573 532 

735 7473 164 131 123 115 107 224 179 168 157 146 306 245 230 214 199 366 293 275 256 238 366 293 275 256 238 

736 8927 196 157 147 137 127 268 214 201 188 174 366 293 275 256 238 437 350 328 306 284 437 350 328 306 284 

737 10760 237 190 178 166 154 323 258 242 226 210 441 353 331 309 287 527 422 395 369 343 527 422 395 369 343 

738 13287 292 234 219 204 190 399 319 299 279 259 545 436 409 382 354 651 521 488 456 423 651 521 488 456 423 

745 9111 200 160 150 140 130 273 218 205 191 177 374 299 281 262 243 446 357 335 312 290 446 357 335 312 290 

746 10587 233 186 175 163 151 318 254 239 223 207 434 347 326 304 282 519 415 389 363 337 519 415 389 363 337 

747 12538 276 221 207 193 179 376 301 282 263 244 514 411 386 360 334 614 491 461 430 399 614 491 461 430 399 

748 15228 335 268 251 235 218 457 366 343 320 297 624 499 468 437 406 746 597 560 522 485 746 597 560 522 485 

755 11228 247 198 185 173 161 337 270 253 236 219 460 368 345 322 299 550 440 413 385 358 550 440 413 385 358 

756 12824 282 226 212 197 183 385 308 289 270 250 526 421 395 368 342 628 502 471 440 408 628 502 471 440 408 

757 14934 329 263 247 230 214 448 358 336 314 291 612 490 459 428 398 732 586 549 512 476 732 586 549 512 476 

758 17843 393 314 295 275 255 535 428 401 375 348 732 586 549 512 476 874 699 656 612 568 874 699 656 612 568 

765 14086 310 248 233 217 202 423 338 317 296 275 578 462 434 405 376 690 552 518 483 449 690 552 518 483 449 

766 15845 349 279 262 244 227 475 380 356 333 309 650 520 488 455 423 776 621 582 543 504 776 621 582 543 504 

767 18170 400 320 300 280 260 545 436 409 382 354 745 596 559 522 484 890 712 668 623 579 890 712 668 623 579 

768 21375 470 376 353 329 306 641 513 481 449 417 876 701 657 613 569 1047 838 785 733 681 1047 838 785 733 681 

775 17970 395 316 296 277 257 539 431 404 377 350 737 590 553 516 479 881 705 661 617 573 881 705 661 617 573 

776 19949 439 351 329 307 285 598 478 449 419 389 818 654 614 573 532 978 782 734 685 636 978 782 734 685 636 

777 22567 496 397 372 347 322 677 542 508 474 440 925 740 694 648 601 1106 885 830 774 719 1106 885 830 774 719 
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l Max dissipater power (W) depending on the ambient temperature and various temperature Classes, for carbon steel, stainless steel and aluminium alloy  

Surface                                 
(cm2) 

T6/T85°C T5/T100°C T120°C T4/T135°C T3/T200°C 

40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 40°C 45°C 50°C 55°C 60°C 

Tamb. Tamb. Tamb. Tamb. Tamb. Tamb Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. Tamb. 

(W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) (W) 

778 26174 576 461 432 403 374 785 628 589 550 510 1073 858 805 751 697 1283 1026 962 898 834 1283 1026 962 898 834 

 
The enclosures with windows are only feasible for temperature class T6/T85° or T5/T100°C or T120°C or T4/T135 °C. 
The cable temperature is defined as follows table: 
 

Table 5 – Cable Temperature 
Max surface temperature Tmax cable 

≤ 120 °C 80°C 
120 °C ÷ 135 °C 90°C 
135 °C ÷ 200 °C 110°C 

 


